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Blackhawk 10/3/17 S - Sink First Draw 13.04
need to flush for 60 seconds 

before use

Blackhawk 10/3/17 S - Sink Flush < 2.00
need to flush for 60 seconds 

before use

Blackhawk 10/3/17 DF - Drinking Fountain First Draw 6.64 disabled

Blackhawk 10/3/17 DF - Drinking Fountain Flush 10.95 disabled

Blackhawk 10/3/17 DF - Drinking Fountain First Draw 3.82

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush 3.25

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush 2.72

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain First Draw < 2.00

Blackhawk 10/3/17 DF - Drinking Fountain Flush 2.19


